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State Water Resources Control Board
Division of Drinking Water

June 6, 2018
System No. 3500549

Mr. Larry Slonaker, President

Rosa Morada Mutual Water Company
591 Dooling Road

Hollister, CA 95023

CITATION NO. 02_05_18C_016
FAILURE TO PROVIDE BACKFLOW PROTECTION

Enclosed is Citation No. 02_05_18C_016 (hereinafter “Citation”), issued to the Rosa Morada Mutual
Water Company (hereinafter “RMMWC”), public water system. Please note that there are legally
enforceable deadlines associated with this Citation.

The RMMWC will be billed at the State Water Resources Control Board’s (hereinafter “State Water
Board”), hourly rate for the time spent on issuing this Citation. California Health and Safety Code
(hereinafter “CHSC"), Section 116577, provides that a public water system must reimburse the State
Water Board for actual costs incurred by the State Water Board for specified enforcement actions,
including but not limited to, preparing, issuing and monitoring compliance with a Citation. At this time,
the State Water Board has spent approximately one hour on enforcement activities associated with this
violation.

The RMMWC will receive a bill sent from the State Water Board in August of the next fiscal year. This
bill will contain fees for any enforcement time spent on the RMMWC for the current fiscal year.

Any person who is aggrieved by a citation, order or decision issued under authority delegated to an
officer or employee of the State Water Board under Article 8 (commencing with CHSC, Section 116625)
or Article 9 (commencing with CHSC, Section 116650), of the Safe Drinking Water Act (CHSC, Division
104, Part 12, Chapter 4), may file a petition with the State Water Board for reconsideration of the
citation, order or decision. Appendix 1 to the enclosed Citation contains the relevant statutory
provisions for filing a petition for reconsideration (CHSC, Section 116701).

Petitions must be received by the State Water Board within 30 days of the issuance of the citation,
order or decision by the officer or employee of the State Water Board. The date of issuance is the date
when the Division of Drinking Water mails a copy of the citation, order or decision. If the 30th day falls
on a Saturday, Sunday, or state holiday, the petition is due the following business day by 5:00 p.m.

Fevicia Marcus, cHam | EILEEN SOBECK, EXECUTIVE DIRECTOR

1 Lower Ragsdale, Bidg. 1, Suite 120, Monterey, CA 93940 | www.waterboards.ca.gov

ﬁ HECYCLED PAPER
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Information regarding filing petitions may be found at:

http://www.waterboards.ca.qov/drinking water/programs/petitions/index.shtml

If you have any questions regarding this matter, please contact Lora Lyons of my staff at (832) 655-
6942 or me at (831) 655-6934.

Sincerel

‘5 Jan R. Sweigert, P
‘District Engineer, Monterey District Office
Northern California Field Operations Branch

Division of Drinking Water

Enclosures
Certified Mail No. 7008-1830-0004-5435-3111

cc (email): San Benito County Environmental Health Department
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STATE OF CALIFORNIA
STATE WATER RESOURCES CONTROL BOARD
DIVISION OF DRINKING WATER

Name of Public Water System: Rosa Morada Mutual Water Company

Water System No: 3500549
Attention: Mr. Larry Slonaker, President
591 Dooling Road
Hollister, CA 95023
Issued: June 6, 2018
CITATION FOR NONCOMPLIANCE
CALIFORNIA HEALTH AND SAFETY CODE, SECTION 116555(a)(2) AND

CALIFORNIA CODE OF REGULATIONS, TITLE 17, SECTION 7604

FAILURE TO PROVIDE BACKFLOW PROTECTION

' |
The California Health and Safety Code (hereinafter “CHSC”), Section 116650

| authorizes the State Water Resources Control Board (hereinafter “State Water |
Board"), to issue a citation to a public water system when the State Water Board
determines that the public water system has violated or is violating the California
Safe Drinking Water Act (hereinafter “California SDWA”), (CHSC, Division 104,
Part 12, Chapter 4, commencing with Section 116270), or any regulation,

standard, permit, or order issued or adopted thereunder.
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|
The State Water Board, acting by and through its Division of Drinking Water

(hereinafter “Division”), and the Deputy Director for the Division, hereby issues
Citation No. 02_05_18R_016 (hereinafter "Citation”), pursuant to Section
116650 of the CHSC to the Rosa Morada Mutual Water Company (hereinafter
‘RMMWC”), for violation of Section 116555(a)(2) and California Code of
Regulations (hereinafter “CCR"), Title 217, Section 7604.

A copy of the applicable statutes and regulations are included in Appendix 1,

I which is attached hereto and incorporated by reference.

' The RMMWC is classified as a community public water system with a population
| of 60, serving 21 connections. The RMMWC operates under Domestic Water

| Supply Permit No. 02-05-35-94P-004 issued by the State Water Board on

STATEMENT OF FACTS

December 19, 1994.

CHSC, Section 116555(a)(2) requires all public water systems to ensure the
system will not be subject to backflow under normal operating conditions. CCR,
Title 17, Section 7604 requires the type of protection provided to prevent

backflow into the public water supply shall be commensurate with the degree of

hazard that exists on the consumer's premises, according to the hazards
identified in Table 1 of Section 7604. According to Permit No. 02-05-35-94P-
004, some RMMWC customers have connections to the distribution system
operated by San Benito County Water District (SBCWD) for the provision of:
untreated surface water for irrigation. The 2017 Annual Report to the Drinking |
Water Program shows no backflow assemblies installed on the service

connections or meter.




10

11

12

13

14

15

17

18

19

20

21

22

23

24

25

27

28

Citation No. 02_05_18C_016

DETERMINATION

In accordance with CCR, Title 17, Section 7604, RMMWC is required to provide

backflow protection commensurate with the hazard that exists on the

consumer’'s premises. The State Water Board has determined that RMMWC

has failed to provide backflow protection for the public water supply, and thus

has not ensured the system will not be subject to backflow pursuant to CHSC,

Section 116555(a)(2)

DIRECTIVES

The RMMWC is hereby directed to take the following actions:

1.

On or before July 10, 2018, provide a list to the State Water Board, of
addresses and a map identifying which properties have a surface water

connection.

. On or before December 31, 2018, provide proof to the State Water

Board, that a reduced pressure principle backflow prevention device (RP)
has been installed at each service connection to every property that has

a connection to SBCWD irrigation supply.

Ensure that each RP device required by Item No. 2, shall meet the
requirements of CCR Sections 7601 through Section 7605 for
construction, installation, and initial and annual testing. Devices that fail

testing shall be repaired or replaced.

On or before January 31, 2019, provide documentation to the State
Water Board that each installed RP passed required testing following

installation.
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5. Information on backflow testing and repairs or replacements shall be

reported in the Annual Report to the Drinking Water Program.

All submittals required by this Citation shall be electronically submitted to the
State Water Board at the following address. The subject line for all electronic
submittals corresponding to this Citation shall include the following information:

Water System name and number, citation number and title of the document

being submitted.

Jan R. Sweigert, P.E.
District Engineer, Monterey District Office

DwpdistO5@waterboards.ca.gov

The State Water Board reserves the right to make modifications to this Citation
as it may deem necessary to protect public health and safety. Such
modifications may be issued as amendments to this Citation and shall be

effective upon issuance.

Nothing in this Citation relieves the RMMWC of its obligation to meet the
requirements of the California SDWA (CHSC, Division 104, Part 12, Chapter 4,
commencing with Section 116270), or any regulation, standard, permit or order

issued or adopted thereunder.

PARTIES BOUND
' This Citation shall apply to and be binding upon the RMMWC, its owners,
shareholders, officers, directors, agents, employees, contractors, successors,

and assignees.
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SEVERABILITY
The directives of this Citation are severable, and the RMMWC shall comply with
each and every provision thereof notwithstanding the effectiveness of any

provision.

FURTHER ENFORCEMENT ACTION
The California SDWA authorizes the State Water Board to: issue a citation or
order with assessment of administrative penalties to a public water system for

violation or continued violation of the requirements of the California SDWA or

| any regulation, permit, standard, citation, or order issued or adopted thereunder

’I including, but not limited to, failure to correct a violation identified in a citation or
compliance order. The California SDWA also authorizes the State Water Board
to take action to suspend or revoke a permit that has been issued to a public
water system if the public water system has violated applicable law or
regulations or has failed to comply with an order of the State Water Board, and
to petition the superior court to take various enforcement measures against a
public water system that has failed to comply with an order of the State Water
Board. The State Water Board does not waive any further enforcement action

by issuance of this Citation.

L@M MQM (pWMfE

‘“cdn R. Sweigert, P. E

District Engineer, Monterey District Office
Northern California Field Operations Branch
Division of Drinking Water

Appendix (1)

1. Applicable Statutes and Regulations

Certified Mail No. 7008 1830 0004 5435 3111




APPENDIX 1. APPLICABLE STATUTES AND REGULATIONS FOR
CITATION NO. 02_05_18C_016

NOTE: The following language is provided for the convenience of the recipient, and cannot be relied upon
as the State of California's representation of the law. The published codes are the only official
representation of the law. Regulations related to drinking water are in Titles 22 and 17 of the California
Code of Regulations. Statutes related to drinking water are in the Health & Safety Code, the Water Code,
and other codes.

California Health and Safety Code (CHSC):

Section 116271. Transition of CDPH duties to State Board states in relevant part

(a) The state board succeeds to and is vested with all of the authority, duties, powers, purposes, functions,
responsibilities, and jurisdiction of the State Department of Public Health, its predecessors, and its director for purposes
of all of the following:

(1) The Environmental Laboratory Accreditation Act (Article 3 (commencing with Section 100825) of Chapter 4
of Part 1 of Division 101).

(2) Article 3 (commencing with Section 106875) of Chapter 4 of Part 1.

(3) Article 1 (commencing with Section 115825) of Chapter 5 of Part 10.

(4) This chapter and the Safe Drinking Water State Revolving Fund Law of 1997 (Chapter 4.5 (commencing
with Section 116760)).

(5) Article 2 (commencing with Section 116800), Article 3 (commencing with Section 116825), and Article 4
(commencing with Section 116875) of Chapter 5.

(6) Chapter 7 (commencing with Section 116975).

(7) The Safe Drinking Water, Water Quality and Supply, Flood Control, River and Coastal Protection Bond Act
of 2006 (Division 43 (commencing with Section 75001) of the Public Resources Code).

(8) The Water Recycling Law (Chapter 7 (commencing with Section 13500) of Division 7 of the Water Code).

(9) Chapter 7.3 (commencing with Section 13560) of Division 7 of the Water Code.

(10) The California Safe Drinking Water Bond Law of 1976 (Chapter 10.5 (commencing with Section 13850) of
Division 7 of the Water Code).

(11) Wholesale Regional Water System Security and Reliability Act (Division 20.5 (commencing with Section
73500) of the Water Code).

(12) Water Security, Clean Drinking Water, Coastal and Beach Protection Act of 2002 (Division 26.5
(commencing with Section 79500) of the Water Code).

(b) The state board shall maintain a drinking water program and carry out the duties, responsibilities, and functions
described in this section. Statutory reference to “department,” “state department,” or “director” regarding a function
transferred to the state board shall refer to the state board. This section does not impair the authority of a local health
officer to enforce this chapter or a county's election not to enforce this chapter, as provided in Section 116500...

(k)

(1) The state board shall appoint a deputy director who reports to the executive director to oversee the
issuance and enforcement of public water system permits and other duties as appropriate. The deputy director shall
have public health expertise.

(2) The deputy director is delegated the state board's authority to provide notice, approve notice content,
approve emergency notification plans, and take other action pursuant to Article 5 (commencing with Section 116450), to
issue, renew, reissue, revise, amend, or deny any public water system permits pursuant to Article 7 (commencing with
Section 116525), to suspend or revoke any public water system permit pursuant to Article 8 (commencing with Section
116625), and to issue citations, assess penalties, or issue orders pursuant to Article 9 (commencing with Section
116650). Decisions and actions of the deputy director taken pursuant to Article 5 (commencing with Section 116450) or
Article 7 (commencing with Section 116525) are deemed decisions and actions taken by the state board, but are not
subject to reconsideration by the state board except as provided in Section 116540. Decisions and actions of the
deputy director taken pursuant to Article 8 (commencing with Section 116625) and Article 9 (commencing with Section
116650) are deemed decisions and actions taken by the state board, but any aggrieved person may petition the state
board for reconsideration of the decision or action. This subdivision is not a limitation on the state board's authority to
delegate any other powers and duties.

Section 116555. Operational requirements states in relevant part:
(a) Any person who owns a public water system shall ensure that the system does all of the following:
(2) Will not be subject to backflow under normal operating conditions.

Section 116577. Enforcement fee states:
(a) Each public water system shall reimburse the state board for actual costs incurred by the state board for any of
the following enforcement activities related to that water system:
(1) Preparing, issuing, and monitoring compliance with, an order or a citation.
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(2) Preparing and issuing public notification.
(3) Conducting a hearing pursuant to Section 116625.

(b) The state board shall submit an invoice for these enforcement costs to the public water system that requires
payment before September 1 of the fiscal year following the fiscal year in which the costs were incurred. The invoice
shall indicate the total hours expended, the reasons for the expenditure, and the hourly cost rate of the state board. The
costs set forth in the invoice shall not exceed the total actual costs to the state board of enforcement activities specified
in this section.

(c) Notwithstanding the reimbursement of enforcement costs of the local primacy agency pursuant to subdivision
(a) of Section 116595 by a public water system under the jurisdiction of the local primacy agency, a public water system
shall also reimburse enforcement costs, if any, incurred by the state board pursuant to this section.

(d) “Enforcement costs,” as used in this section, does not include “litigation costs" pursuant to Section 116585.

(e) The state board shall not be entitled to enforcement costs pursuant to this section if a court determines that
enforcement activities were in error.

(f) Payment of the invoice shall be made within 90 days of the date of the invoice. Failure to pay the invoice within
90 days shall result in a 10-percent late penalty that shall be paid in addition to the invoiced amount.

(g) The state board may, at its sole discretion, waive payment by a public water system of all or any part of the

invoice or penalty.

Section 116625. Revocation and suspension of permits states:

(a) The state board, after providing notice to the permittee and opportunity for a hearing, may suspend or revoke
any permit issued pursuant to this chapter if the state board determines pursuant to the hearing that the permittee is not
complying with the permit, this chapter, or any regulation, standard, or order issued or adopted thereunder, or that the
permittee has made a false statement or representation on any application, record, or report maintained or submitted
for purposes of compliance with this chapter. If the permittee does not request a hearing within the period specified in
the notice, the state board may suspend or revoke the permit without a hearing. If the permittee submits a timely
request for a hearing, the hearing shall be before the state board or a member of the state board, in accordance with
Section 183 of the Water Code and the rules for adjudicative proceedings adopted under Section 185 of the Water
Code. If the permit at issue has been temporarily suspended pursuant to subdivision (b), the notice shall be provided
within 15 days of the effective date of the temporary suspension order. The commencement of the hearing under this
subdivision shall be as soon as practicable, but no later than 60 days after the effective date of the temporary
suspension order, uniess the state board grants an extension of the 60 day period upon request of the permittee.

(b) The state board may temporarily suspend any permit issued pursuant to this chapter before any hearing when
the action is necessary to prevent an imminent or substantial danger to health. The state board shall notify the
permittee of the temporary suspension and the effective date of the temporary suspension and, at the same time, notify
the permittee that a hearing has been scheduled. The hearing shall be held as soon as possible, but not later than 15
days after the effective date of the temporary suspension unless the state board grants an extension of the 15 day
period upon request of the permittee, and shall deal only with the issue of whether the temporary suspension shall
remain in place pending a hearing under subdivision (a). The hearing shall be conducted under the rules for
adjudicative proceedings adopted by the state board under Section 185 of the Water Code. The temporary suspension
shall remain in effect until the hearing under this subdivision is completed and the state board has made a final
determination on the temporary suspension, which shall be made within 15 days after the completion of the hearing
unless the state board grants an extension of the 15 day period upon request of the permittee. If the determination is
not transmitted within 15 days after the hearing is completed, or any extension of this period requested by the
permittee, the temporary suspension shall be of no further effect. Dissolution of the temporary suspension does not
deprive the state board of jurisdiction to proceed with a hearing on the merits under subdivision (a).

Section 116650. Citations states:

(a) If the state board determines that a public water system is in violation of this chapter or any regulation, permit,
standard, citation, or order issued or adopted thereunder, the state board may issue a citation to the public water
system. The citation shall be served upon the public water system personally or by certified mail. Service shall be
deemed effective as of the date of personal service or the date of receipt of the certified mail. If a person to whom a
citation is directed refuses to accept delivery of the certified mail, the date of service shall be deemed to be the date of
mailing.

(b) Each citation shall be in writing and shall describe the nature of the violation or violations, including a reference
to the statutory provision, standard, order, citation, permit, or regulation alleged to have been violated.

(c) A citation may specify a date for elimination or correction of the condition constituting the violation.

(d) A citation may include the assessment of a penalty as specified in subdivision (e).

(e) The state board may assess a penalty in an amount not to exceed one thousand dollars ($1,000) per day for
each day that a violation occurred, and for each day that a violation continues to occur. A separate penalty may be
assessed for each violation and shall be in addition to any liability or penalty imposed under any other law.
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Section 116701. Petitions to Orders and Decisions states:

(a)

(1) Within 30 days of issuance of an order or decision under authority delegated to an officer or employee of
the state board under Article 8 (commencing with Section 116625) or Article 9 (commencing with Section 116650), an
aggrieved person may petition the state board for reconsideration.

(2) Within 30 days of issuance of an order or decision under authority delegated to an officer or employee of
the state board under Section 116540, the applicant may petition the state board for reconsideration.

(3) Within 30 days of final action by an officer or employee of the state board acting under delegated authority,
the owner of a laboratory that was the subject of the final action may petition the state board for reconsideration of any
of the following actions:

(A) Denial of an application for certification or accreditation under Section 100855.
(B) Issuance of an order directing compliance under Section 100875.

(C) Issuance of a citation under Section 100880.

(D) Assessment of a penalty under subdivision (e) of Section 100880.

(b) The petition shall include the name and address of the petitioner, a copy of the order or decision for which the
petitioner seeks reconsideration, identification of the reason the petitioner alleges the issuance of the order was
inappropriate or improper, the specific action the petitioner requests, and other information as the state board may
prescribe. The petition shall be accompanied by a statement of points and authorities of the legal issues raised by the
petition.

(c) The evidence before the state board shall consist of the record before the officer or employee who issued the
order or decision and any other relevant evidence that, in the judgment of the state board, should be considered to
implement the policies of this chapter. The state board may, in its discretion, hold a hearing for receipt of additional
evidence.

(d) The state board may refuse to reconsider the order or decision if the petition fails to raise substantial issues that
are appropriate for review, may deny the petition upon a determination that the issuance of the order or decision was
appropriate and proper, may set aside or modify the order or decision, or take other appropriate action. The state
board's action pursuant to this subdivision shall constitute the state board's completion of its reconsideration.

(e) The state board, upon notice and hearing, if a hearing is held, may stay in whole or in part the effect of the
order or decision subject to the petition for reconsideration.

(f) If an order or decision is subject to reconsideration under this section, the filing of a petition for reconsideration
is an administrative remedy that must be exhausted before filing a petition for writ of mandate under Section 100920.5
or 116700.

California Code of Requlations (CCR), Title 17:

Section 7583. Definitions states in relevant part:
In addition to the definitions in Section 116275 of the Health and Safety Code, the following terms are defined for the
purpose of this Chapter:

(a) "Approved Water Supply” is a water supply whose potability is regulated by a State of local health agency.

(b) "Auxiliary Water Supply" is any water supply other than that received from a public water system.

(c) "Air-gap Separation (AG)" is a physical break between the supply line and a receiving vessel.

(d) "AWWA Standard" is an official standard developed and approved by the American Water Works Association
(AWWA).

(e) "Cross-Connection” is an unprotected actual or potential connection between a potable water system used to
supply water for drinking purposes and any source or system containing unapproved water or a substance that is not or
cannot be approved as safe, wholesome, and potable. By-pass arrangements, jumper connections, removable sections,
swivel or changeover devices, or other devices through which backflow could occur, shall be considered to be cross-
connections.

(f) "Double Check Valve Assembly (DC)" is an assembly of at least two independently acting check valves including
tightly closing shut-off valves on each side of the check valve assembly and test cocks available for testing the
watertightness of each check valve.

(g) "Health Agency” means the State Water Resources Control Board, or the local health officer with respect to a
small water system.

(h) "Local Health Agency" means the county or city health authority.

(i) "Reclaimed Water" is a wastewater which as a result of treatment is suitable for uses other than potable use.

(j) "Reduced Pressure Principle Backflow Prevention Device (RP)" is a backflow preventer incorporating not less
than two check valves, an automatically operated differential relief valve located between the two check valves, a tightly
closing shut-off valve on each side of the check valve assembly, and equipped with necessary test cocks for testing.

(k) "User Connection" is the point of connection of a user's piping to the water supplier's facilities.

(I) "Water Supplier” is the person who owns or operates the public water system.

(m) "Water User" is any person obtaining water from a public water supply
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Section 7584. Responsibility and scope of program states:
The water supplier shall protect the public water supply from contamination by implementation of a cross-connection
control program. The program, or any portion thereof, may be implemented directly by the water supplier or by means
of a contract with the local health agency, or with another agency approved by the health agency. The water supplier's
cross-connection control program shall for the purpose of addressing the requirements of Sections 7585 through 7605
include, but not be limited to, the following elements:

(a) The adoption of operating rules or ordinances to implement the cross-connection program.

(b) The conducting of surveys to identify water user premises where cross-connections are likely to occur,

(c) The provisions of backflow protection by the water user at the user's connection or within the user's premises or
both,

(d) The provision of at least one person trained in cross-connection control to carry out the cross-connection
program,

(e) The establishment of a procedure or system for testing backflow preventers, and

(f) The maintenance of records of locations, tests, and repairs of backflow preventers.

Section 7585, Evaluation of hazard states:

The water supplier shall evaluate the degree of potential health hazard to the public water supply which may be created
as a result of conditions existing on a user's premises. The water supplier, however, shall not be responsible for
abatement of cross-connections which may exist within a user's premises. As a minimum, the evaluation should
consider: the existence of cross-connections, the nature of materials handled on the property, the probability of a
backflow occurring, the degree of piping system complexity and the potential for piping system modification. Special
consideration shall be given to the premises of the following types of water users:

(a) Premises where substances harmful to health are handled under pressure in a manner which could permit their
entry into the public water system. This includes chemical or biological process waters and water from public water
supplies which have deteriorated in sanitary quality.

(b) Premises having an auxiliary water supply, unless the auxiliary supply is accepted as an additional source by
the water supplier and is approved by the health agency.

(c) Premises that have internal cross-connections that are not abated to the satisfaction of the water supplier or the
health agency.

(d) Premises where cross-connections are likely to occur and entry is restricted so that cross-connection
inspections cannot be made with sufficient frequency or at sufficiently short notice to assure that cross-connections do
not exist.

(e) Premises having a repeated history of cross-connections being established or re-established.

Section 7601. Approval of backflow preventers states:

Backflow preventers required by this Chapter shall have passed laboratory and field evaluation tests performed by a
recognized testing organization which has demonstrated their competency to perform such tests to the State Water
Resources Control Board.

Section 7602. Construction of backflow preventers states:

(a) Air-gap Separation. An Air-gap separation (AG) shall be at least double the diameter of the supply pipe,
measured vertically from the flood rim of the receiving vessel to the supply pipe; however, in no case shall this
separation be less than one inch.

(b) Double Check Valve Assembly. A required double check valve assembly (DC) shall, as a minimum, conform to
the AWWA Standard C506-78 (R83) adopted on January 28, 1978 for Double Check Valve Type Backflow Preventive
Devices which is herein incorporated by reference.

(c) Reduced Pressure Principle Backflow Prevention Device. A required reduced pressure principle backflow
prevention device (RP) shall, as a minimum, conform to the AWWA Standard C506-78 (R83) adopted on January 28,
1978 for Reduced Pressure Principle Type Backflow Prevention Devices which is herein incorporated by reference.

Section 7603. Location of backflow preventers states:

(a) Air-gap Separation. An air-gap separation shall be located as close as practical to the user's connection and all
piping between the user's connection and the receiving tank shall be entirely visible unless otherwise approved in
writing by the water supplier and the health agency.

(b) Double Check Valve Assembly. A double check valve assembly shall be located as close as practical to the
user's connection and shall be installed above grade, if possible, and in a manner where it is readily accessible for
testing and maintenance.

(c) Reduced Pressure Principle Backflow Prevention Device. A reduced pressure principle backflow prevention
device shall be located as close as practical to the user's connection and shall be installed a minimum of twelve inches
(12") above grade and not more than thirty-six inches (36") above grade measured from the bottom of the device and
with a minimum of twelve inches (12") side clearance.
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Section 7604. Type of protection required states.

The type of protection that shall be provided to prevent backflow into the public water supply shall be commensurate
with the degree of hazard that exists on the consumer's premises. The type of protective device that may be required
(listed in an increasing level of protection) includes: Double check Valve Assembly-(DC), Reduced Pressure Principle
Backflow Prevention Device-(RP) and an Air gap Separation-(AG). The water user may choose a higher level of
protection than required by the water supplier. The minimum types of backflow protection required to protect the public
water supply, at the water user's connection to premises with various degrees of hazard, are given in Table 1.
Situations not covered in Table 1 shall be evaluated on a case-by-case basis and the appropriate backflow protection
shall be determined by the water supplier or health agency.

TABLE 1
TYPE OF BACKFLOW PROTECTION REQUIRED
Degree of Hazard Minimum
Type of
Backflow
Prevention

(a) Sewage and Hazardous Substances
(1) Premises where there are waste water pumping and/or treatment plants and thereisno  AG
interconnection with the potable water system. This does not include a single-family residence that
has a sewage lift pump. A RP may be provided in lieu of an AG if approved by the health agency
and water supplier.
(2) Premises where hazardous substances are handled in any manner in which the AG
substances may enter the potable water system. This does not include a single-family residence
that has a sewage lift pump. A RP may be provided in lieu of an AG if approved by the health
agency and water supplier.
(3) Premises where there are irrigation systems into which fertilizers, herbicides, or RP
pesticides are, or can be, injected.
(b) Auxiliary Water Supplies
(1) Premises where there is an unapproved auxiliary water supply which is interconnected AG
with the public water system. A RP or DC may be provided in lieu of an AG if approved by the health
agency and water supplier
(2) Premises where there is an unapproved auxiliary water supply and there are no RP
interconnections with the public water system. A DC may be provided in lieu of a RP if approved by
the health agency and water supplier.
(c) Recycled water

(1) Premises where the public water system is used to supplement the recycled water AG
supply.

(2) Premises where recycled water is used, other than as allowed in paragraph (3), and RP
there is no interconnection with the potable water system.

(3) Residences using recycled water for landscape irrigation as part of an approved dual DC

plumbed use area established pursuant to sections 60313 through 60316 unless the recycled water
supplier obtains approval of the local public water supplier, or the State Water Resources Control
Board if the water supplier is also the supplier of the recycled water, to utilize an alternative backflow
protection plan that includes an annual inspection and annual shutdown test of the recycled water
and potable water systems pursuant to subsection 60316(a).

(d) Fire Protection Systems

(1) Premises where the fire system is directly supplied from the public water system and DC
there is an unapproved auxiliary water supply on or to the premises (not interconnected).
(2) Premises where the fire system is supplied from the public water system and AG

interconnected with an unapproved auxiliary water supply. A RP may be provided in lieu of an AG if
approved by the health agency and water supplier.
(3) Premises where the fire system is supplied from the public water system and where DC
either elevated storage tanks or fire pumps which take suction from private reservoirs or tanks are
used.
(4) Premises where the fire system is supplied from the public water system and where DC
recycled water is used in a separate piping system within the same building.
(e) Dockside Watering Points and Marine Facilities
(1) Pier hydrants for supplying water to vessels for any purpose. RP
(2) Premises where there are marine facilities. RP
(f) Premises where entry is restricted so that inspections for cross-connections cannot be made  RP
with sufficient frequency or at sufficiently short notice to assure that do not exist.
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(g) Premises where there is a repeated history of cross-connections being established or re- RP
established.

Section 7605. Testing and maintenance of backflow preventers states:

(a) The water supplier shall assure that adequate maintenance and periodic testing are provided by the water user
to ensure their proper operation.

(b) Backflow preventers shall be tested by persons who have demonstrated their competency in testing of these
devices to the water supplier or health agency.

(c) Backflow preventers shall be tested at least annually or more frequently if determined to be necessary by the
health agency or water supplier. When devices are found to be defective, they shall be repaired or replaced in
accordance with the provisions of this Chapter.

(d) Backflow preventers shall be tested immediately after they are installed, relocated or repaired and not placed in
service unless they are functioning as required.

(e) The water supplier shall notify the water user when testing of backflow preventers is needed. The notice shall
contain the date when the test must be completed.

(f) Reports of testing and maintenance shall be maintained by the water supplier for a minimum of three years.



